Gas Temperature

2503.9846 F

NH3 0.0000 lbs/hr 2,360.3638 0.00 btu/hr
AR 0.0000 lbs/hr 307.2356 0.00 btu/hr
Ccoz 133,376.4000 lbs/hr 790.8588 105,481,896.27 btu/hr
CO 0.0000 lbs/hr 749.9792 0.00 btu/hr
Dry Air 0.0000 lbs/hr 662.2470 0.00 btu/hr
CCL2F2 0.0000 lbs/hr 516.2624 0.00 btu/hr
HE 0.0000 lbs/hr 3,066.3584 0.00 btu/hr
H 0.0000 lbs/hr 9,627.1011 0.00 btu/hr
HCL 0.0000 lbs/hr 474 .2463 0.00 btu/hr
CH4 0.0000 lbs/hr 3,289.2102 0.00 btu/hr
NE 0.0000 lbs/hr 608.1824 0.00 btu/hr
N2 421,906.6400 lbs/hr T742.7017 313,350,764.14 btu/hr
NO 0.0000 l1lbs/hr 710.5877 0.00 btu/hr
N20O 0.0000 lbs/hr 801.6137 0.00 btu/hr
NO2 0.0000 lbs/hr 548.8144 y 0.00 btu/hr
02 16,506.3900 1lbs/hr 681.1196 11,242,826.46 btu/hr
S02 146.6000 lbs/hr - 529.2089% 77,582.03 btu/hr
S03 0.0000 lbs/hr 467.5014 0.00 btu/hr
H20 79,614.9700 lbs/hr 2,410.4575 191,908,503.10 btu/hr
Total 651,551.0000 1b/hr 622,061,572.01 btu/hr
Gas Temperature 1147.0000 F
NH3 0.0000 lbs/hr 830.7070 0.00 btu/hr
AR 0.0000 lbs/hr 138.5800 0.00 btu/hr
co2 133,376.4000 1lbs/hr 318.8551 42,527,749.34 btu/hr
CcO 0.0000 lbs/hr 309.2672 0.00 btu/hr
Dry Air 0.0000 lbs/hr 280.0255 0.00 btu/hr
CCL2F2 0.0000 lbs/hr 221.7147 0.00 btu/hr
HE 0.0000 lbs/hr 1,383.0950 0.00 btu/hr
H 0.0000 lbs/hr 3,944 .0241 0.00 btu/hr
HCL 0.0000 1lbs/hr 226.4300 0.00 btu/hr
CH4 0.0000 lbs/hr 1,116.7738 0.00 btu/hr
NE 0.0000 lbs/hr 274 .3235 0.00 btu/hr
N2 421,906.6400 lbs/hr 304.6607 128,538,369.24 btu/hr
NO 0.0000 1lbs/hr 286.2709 0.00 btu/hr
N20 0.0000 lbs/hr 325.5981 0.00 btu/hr
NO2 0.0000 lbs/hr 295.2644 0.00 btu/hr
02 16,506.3900 lbs/hr 285.5596 4,713,558.15 btu/hr
S02 146.6000 1lbs/hr 222.2981 32,588.90 btu/hr
S03 0.0000 lbs/hr 256.7474 0.00 btu/hr
H20 79,614.9700 1lbs/hr 1,609.4563 128,136,814.95 btu/hr
Total 651,551.0000 1b/hr 303,949,080.57 btu/hr



